three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

three eighths inch = one foot one half inch = one foot

one quarter inch = one foot

one eighth inch = one foot
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FEEDER ROUTING GENERAL NOTES:

KEY PLAN CODED NOTES:

F1. CONTRACTOR SHALL CONCEAL CONDUIT AND WIRING IN WALLS AND ABOVE CEILING AND
PROVIDE LIQUID-TIGHT FLEXIBLE METAL CONDUIT FOR FINAL CONNECTION TO MECHANICAL
EQUIPMENT. PROVIDE RIGID ALUMINUM CONDUITS AT EXTERIOR LOCATIONS. SEAL ALL ROOF
PENETRATION WATER-TIGHT AND ALL WALL PENETRATIONS TO MAINTAIN FIRE RATING.

F2. ELECTRICAL FEEDER ROUTING LOCATIONS SHOWN ARE FOR BIDDING PURPOSE ONLY.
CONTRACTOR SHALL COORDINATE EXACT ROUTING OF FEEDERS IN FIELD AND PROVIDE ALL
JUNCTION BOXES, BENDS, OFFSETS, CONNECTORS, SUPPORTS, ETC. AS NECESSARY FOR A
COMPLETE SYSTEM.

F3. DRAWING DOES NOT SHOW ALL NEW FEEDERS. REFER TO POWER DISTRIBUTION ONE-LINE
DIAGRAM FOR ADDITIONAL FEEDER REQUIREMENTS.

F4. EXACT SIZE AND QUANTITY OF PULLBOXES REQUIRED SHALL BE COORDINATED WITH THE NEC.
VERIFY THE EXACT LOCATION IN FIELD.

PROVIDE (2)2"C WITH PULLWIRE FROM ELECTRICAL DISTRIBUTION ROOM TO NEW CLOSET
APPROXIMATELY AT ROUTING AS INDICATED. VERIFY EXACT ROUTING PRIOR TO INSTALLATION.
PANELBOARDS WILL BE PROVIDED UNDER A FUTURE PROJECT.

APPROXIMATE ROUTING OF NEW PANELBOARD FEEDERS. VERIFY EXACT ROUTING PRIOR TO
INSTALLATION. REFER TO ONE—LINE DIAGRAM AND FEEDER SCHEDULE FOR FEEDER SIZES AND
ADDITIONAL WORK REQUIREMENTS.

APPROXIMATE LOCATION OF NEW FIRE ALARM NOTIFICATION APPLIANCE CIRCUIT EXTENDER
AND POWER SUPPLY. VERIFY EXACT MOUNTING LOCATION PRIOR TO ROUGH—IN. REFER TO
SUBSEQUENT DRAWINGS FOR ADDITIONAL INFORMATION AND WORK REQUIREMENTS.

APPROXIMATE LOCATION OF NEW LENEL SECURITY PANEL AND POWER SUPPLY. VERIFY EXACT
MOUNTING LOCATION PRIOR TO ROUGH—IN. REFER TO SUBSEQUENT DRAWINGS FOR
ADDITIONAL INFORMATION AND WORK REQUIREMENTS.

OONCIOION®

APPROXIMATE LOCATION OF NEW PAGING SYSTEM AMPLIFIER. VERIFY EXACT MOUNTING
LOCATION PRIOR TO ROUGH—IN. REFER TO SUBSEQUENT DRAWINGS FOR ADDITIONAL
INFORMATION AND WORK REQUIREMENTS.
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